NOTE: THE CONTRACTOR SHALL LOCATE, UNCOVER AND RE-REQUTE
EXISTING UNIT DUCT TO THE RELOCATED LIGHTING UNIT. THE COST
OF THIS WORK SHALL BE INCLUDED IN THE RELOCATE EXISTING
LIGHTING UNIT PAY ITEM.

PROPOSED REILLOCATED EXISTING LIGHTING UNIT

STA 160+82, 83' LT,
EXISTING LIGHTING UNIT TO BE RELOCATED
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PROPOSED RELOCATED EXISTING LIGHTING UNIT

STA 167+69, 94' RT.

EXISTING LIGHTING UNIT TO BE RELOCATED

EXISTING LIGHTING UNIT TO REMAIN

EXISTING LIGHTING UNIT TO BE RELOCATED

RELOCATED LIGHTING UNIT

EXISTING LIGHTING CONTROLLER

UNIT DUCT, 600V, 3-1C NO.6, 1/C NO, 6 GROUND, (XLP-TYPE USE), 1" DIA., POLYTHYLENE
UNDERGROUND CONDUIT, COILABLE NONMETALLIC CONDUIT, 2.5" DIA., SCHEDULE 80
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EXISTING LIGHTING UNIT TO BE RELOCATED

PROPOSED RELOCATED EXISTING LIGHTING UNIT
STA 170+36, 82'RT
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